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Mine Safety and Health Admin., Labor § 77.310

§ 77.305 Access to drying chambers,
hot gas inlet chambers and duct-
work; installation and maintenance.

Drying chambers, hot gas inlet cham-
bers and all ductwork in which coal
dust may accumulate shall be equipped
with tight sealing access doors which
shall remain latched during dryer oper-
ation to prevent the emission of coal
dust and the loss of fluidizing air.

§ 77.306 Fire protection.
Based on the need for fire protection

measures in connection with the par-
ticular design of the thermal dryer, an
authorized representative of the Sec-
retary may require any of the fol-
lowing measures to be employed:

(a) Water sprays automatically actu-
ated by rises in temperature to prevent
fire, installed inside the thermal dryer
systems, and such sprays shall be de-
signed to provide for manual operation
in the event of power failure.

(b) Fog nozzles, or other no less effec-
tive means, installed inside the ther-
mal dryer systems to provide addi-
tional moisture or an artificial drying
load within the drying system when
the system is being started or shut-
down.

(c) The water system of each thermal
dryer shall be interconnected to a sup-
ply of compressed air which permits
constant or frequent purging of all
water sprays and fog nozzles or other
no less effective means of purging shall
be provided.

§ 77.307 Thermal dryers; location and
installation; general.

(a) Thermal dryer systems erected or
installed at any coal mine after June
30, 1971 shall be located at least 100 feet
from any underground coal mine open-
ing, and 100 feet from any surface in-
stallation where the heat, sparks,
flames, or coal dust from the system
might cause a fire or explosion.

(b) Thermal dryer systems erected or
installed after June 30, 1971 may be
covered by roofs, however, such sys-
tems shall not be otherwise enclosed
unless necessary to protect the health
and safety of persons employed at the
mine. Where such systems are en-
closed, they shall be located in sepa-
rate fireproof structures of heavy con-
struction with explosion pressure re-

lease devices (such as hinged wall pan-
els, window sashes, or louvers); which
provide at least 1 square foot of area
for each 80 cubic feet of space volume
and which are distributed as uniformly
as possible throughout the structure.

§ 77.308 Structures housing other fa-
cilities; use of partitions.

Thermal dryer systems installed
after June 30, 1971 in any structure
which also houses a tipple, cleaning
plant, or other operating facility shall
be separated from all other working
areas of such structure by a substan-
tial partition capable of providing
greater resistance to explosion pres-
sures than the exterior wall or walls of
the structure. The partition shall also
include substantial, self-closing fire
doors at all entrances to the areas ad-
joining the dryer system.

§ 77.309 Visual check of system equip-
ment.

Frequent visual checks shall be made
by the operator of the thermal dryer
system control station, or by some
other competent person, of the bypass
dampers, air-tempering louvers, dis-
charge mechanism, and other dryer
system equipment.

§ 77.309–1 Control stations; location.

Thermal dryer system control sta-
tions constructed after June 30, 1971,
shall be installed at a location which
will give to the operator of the control
station the widest field of visibility of
the system and equipment.

§ 77.310 Control panels.

(a) All thermal dryer system control
panels constructed after June 30, 1971
shall be located in an area which is rel-
atively free of moisture and dust and
shall be installed in such a manner as
to minimize vibration.

(b) A schematic diagram containing
legends which show the location of
each thermocouple, pressure tap, or
other control or gaging instrument in
the drying system shall be posted on or
near the control panel of each thermal
drying system.

(c) Each instrument on the control
panel shall be identified by a name-
plate or equivalent marking.
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